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Addendum Number 1 
September 15, 2008 
 
This Addendum forms a part of the Contract Documents and modifies the original Bidding 
Documents and/or prior Addenda as noted below. All conditions, requirements, materials and 
workmanship are to be as described in the Contract Documents unless specifically stated 
otherwise.   
 
This Addendum consists of 1 page(s) and the attached revised Drawings. 
 
 
1. Changes to prior Addenda 
 NA 
 
2. Changes to bidding requirements 
 NA 
 
3. Changes to Specifications: 

A. Clarification:  the specifications are generic, some products and executions 
described may not be applicable to this project. 

B. Section 07 5419 – Part 2 Products paragraph 2.4 .G 
 Antenna to pipe connector clamps: 
 Add the following: 

5. Antenna to pipe connector clamps by other manufacturers may be used 
subject to approval by Architect.  

 
4. Changes to drawings 

A. Sheet A101 and Sheet A102; Replace with revised sheets with revisions 
indicated. 

B. Sheet A201, detail K, add General Note: “Manufactured Weatherhead may be 
used in place of pipe assembly shown.” 

C. Sheet A202, Detail Q1; see revised detail  
D. Sheet A204, Detail W; see revised detail  
E. Sheet A204, Detail X; reuse existing wood blocking 

 
5. Clarifications and Instructions: 

A. Start Date for Construction is flexible.  Number of days for construction is not. 
B. Asbestos removal does not require a certified asbestos removal company. 
C. Davis Bacon wages are not applicable. 

  
 
 
End of Addendum 


